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TEST REPORT
IEC/EN 62262
Degree of protection provided

by enclosures for electrical equipment against external
mechanical impacts (IK code)

Report Number. ...........cccvvvveennnnl. - LVD-196-17

Date of issue.......cccccceeevvcvvveeeeennnns. 2019-07-04

Total number of pages ..................  Test Report : 5 pages
Annex 1 (Photo Documentation) : 1 page

Applicant’s name........................ CGS TEST H_iZMETLERi TEKNiK KONTROL VE
BELGELENDIRME ANONIM SIRKETI

Address ....ccveviviiiiverinieieneenennena Orugreis Mahallesi Tekstilkent Caddesi Tekstilkent A21 10/1 102
Esenler istanbul/TURKIYE

Manufacturer ..............ccccevvvveeeeeennn;. CGS TEST HiZMETLERi TEKI\_liK KONTROL VE
BELGELENDIRME ANONIM SIRKETI

Address.........cococeevviniiiinnl Orugreis Mahallesi Tekstilkent Caddesi Tekstilkent A21 10/1 102
Esenler Istanbul/TURKIYE

Applicant’s name ........................... HERA EGLENCE VE MIMARI AYDINLATMA SISTEMLERI A.S.

Address.........cceeevevvvviiiieiieeeeeeeeeennns Gullubaglar Mah. Kahramanlar Cad. No:3-1 34906 Pendik / Istanbul
/ Turkey

Test specification:

Standard .........cc.ccoecvivveeeiiniiiieeeeenns. IEC/EN 62262:2002

Test procedure............ccccvvvvvvveeneeene. . Type Test

Non-standard test method................ N/A

Test Report Form No. ..................... F51_19 R1.0

Copyright © 2009 IEC System for Conformity Testing and Certification of Electrical Equipment
(IECEE), Geneva, Switzerland. All rights reserved.
This publication may be reproduced in whole or in part for non-commercial purposes as long as the IECEE is acknowledged as

copyright owner and source of the material. IECEE takes no responsibility for and will not assume liability for damages resulting from
the reader's interpretation of the reproduced material due to its placement and context.

Test item description .................... : POWER SUPPLY

Trade Mark.......ccocoeeevinvveniiienieen

Manufacturer ...............c.cceeevevevenenn... HERA EGLENCE VE MIMARI AYDINLATMA SISTEMLERI A.S.
Model/Type reference .......................  P08013 Power Pack 2000

Ratings...........ccceeeevvvvviviiieiiieeeeennenen..s . INput: 110-264V a.c ; Max.17,5A ; 50-60Hz

Output: 48V d.c. ; 8x250W per port
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@ T5T

Summary of testing:

Tests performed (name of test and test clause): |Testing location:

IEC/EN 62262 : Degree of protection provided by |CGS TEST HIiZMETLERI TEKNIK KONTROL VE
enclosures for electrical equipmentagainst external | BELGELENDIRME ANONIM SIRKETI
mechanical impacts (IK code).

Orucreis Mahallesi Tekstilkent Caddesi Tekstilkent
A21 10/1 102 Esenler istanbul/TURKIYE

Summary of compliance with National Differences:

Copy of marking plate

- N
'n P08013 Power Pack 2000 Power Supply
] “ input: 110~ 264VAC Max. 17,54 50/60Hz Universal AC input
entertainment & architecture lighting Output: 48VDC/2000W (Constant Voltage) 8 x 250W Per Port
DMX IN LED OUT
RoHS
c E compliant IPZO GND /\ NG ) ()
= DX l\ /1 NG DMIX (+) DMX (-
F@ — @ DMX + DMX & POWER OUT
www.heraled.com Made in Turkey Giilliibaglar Mah. Kahramanlar Cad. No.3/1 Pendik istanbul Turkey
\ v,

I ——————————————S.
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@ I5T

Test item particulars............cccoccecvvvvvviviieieeeneeen.... POWer Supply
Classification of installation and use .........................  Class | and Fixed
Supply Connection.........cccccccviiiiiiiiiiiiiiiieeeeeeeeeeee. S0Cket

Possible test case verdicts:

- test case does not apply to the test object.............. N/A

- test object does meet the requirement.................... P (Pass)

- test object does not meet the requirement.............. F (Fail)
TESHING weeeeeeeiiitie e

Date of receipt of testitem .........ccccccceeeeeinnnnnns. 2019-04-30
Date (s) of performance of tests...................eeeeeeeeens. - 2019-07-02

General remarks:

"(See Enclosure #)" refers to additional information appended to the report.
"(See appended table)" refers to a table appended to the report.

Throughout this report a [X] comma/[ ] point is used as the decimal separator.

General product information:

The product is power supply.
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IEC/EN 62262
Clause Requirement + Test Result - Remark Verdict
IK TEST
Degrees of protection provided by enclosure for electrical equipment against P
external mechanical impacts (IK code)
- Classification according to IK code..................... : |IK10 —
- Impact ENergy (J) .eveevvvveeeeiiiiieee e © 120 —
- Impact test equIpMENt ........ccvveveiiiiiieeiiiees .| Pendulum hammer —
- Number sample tested..........ccccovvveiiiiiineennninn, o1 —
- Condition for test sample mounting .................... ;| Wall mounted —
- Parts tested.......ccoo e . |Metal enclosure. —
- Number of impact .........ccccovviiiieiii e, © |3
- Ambient temperature (°C) ......cccoviiiiiiiiiiiieen . |28,2°C —
- Precondition ... I N/A
- Test evaluation .........cccccovcvevieieeniee e . | The product continues to P
maintain the IP20 degree of
protection after the test.
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ANNEX 1
Photo Documentation

Photo documentation

Product View

OWK N DMK TN OMX IN DMX 1N OMX IN

OMX IN DMX IN

Product View
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